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Introduction
The permanent magnet synchronous motors (PMSMs) have many applications in 
industries due to their compact structure, high efficiency, high power density and high-
torque-to-inertia ratio [1]. The PI/PID controller is unquestionably the most commonly 
used control algorithm in the process control of industrial servo motor system [2]. The 
main reason for this usage is its relatively simple structure, which can be easily under-
stood and implemented in practice. In spite of its widespread use, there exists no gener-
ally accepted design method for the controller. PI and PID controllers have traditionally 
been tuned empirically, e.g., by the method described in Ziegler and Nichols [3]. This 
method has the great advantage of requiring very little information about the process. 
There is, however, a significant disadvantage because the method inherently gives very 
poor damping [3, 4]. The tuning of electric drive controller is a complex problem due to 
the many nonlinearities of the machines and power converter. Therefore, many tuning 
rules have been proposed for this type of controller. During the last three decades, one 
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of the main focuses of research in control engineering has been devoted to providing 
automatic tuning of such controllers.

Self-tuning PI control technique based on neural network was executed in [5]. A com-
parative study of three popular evolutionary algorithms: genetic algorithms, particle 
swarm optimization and differential evolution, for optimal tuning of PI speed controller 
for PMSM drives is given in [6].

It was mostly observed that a combination of fuzzy self-tuning mechanism and PID 
controller is used to improve and enhance the transient system performance. In this 
case, the fuzzy self-tuning was used to tune the PID gains [7]. These studies only focus 
on the ordinary T1FST of PID controllers [7–9]. It has been shown in various works that 
the T1FST of PID controllers might not be able to fully handle the high levels of uncer-
tainties associated with control applications. On the other hand, the interval type-2 
fuzzy sets (IT2 FSs) might be able to handle such uncertainties to produce a better con-
trol performance [10, 11]. The uncertainties are generally coming from the noise in the 
measurements and the parameter changing due to the environmental and operating 
conditions [13]. It has been shown that IT2-FPIDs achieve better control performances 
because of the additional degree of freedom provided by the footprint of uncertainty 
(FOU) in their antecedent MFs [14, 15]. Nevertheless, a systematic design for type-2 
fuzzy controllers is still a challenging problem due to the main difficulty in determining 
the IT2 FSs and rule base [16].

This paper proposes IT2FST of OPID, which was firstly proposed as a T1FST of OPID 
controller to PMSM servo system [17].

The simulation results and practical implementation for speed control of SPMSM sys-
tem are based on MATLAB/Simulink toolbox. The benefit of this approach is examined 
via various practical studies performed on SPMSM system under load changing and 
influence of parameter uncertainties. The results clearly show that the proposed control-
ler IT2FST OPID has better dynamic response, in the form of minimum overshoot and 
settling time in comparison with the OPID and T1FST of OPID controllers.

Servo motor system and experimental setup
The experimental platform is shown in Fig. 1. The experimental setup is designed for the 
theoretical and practical investigation studies of the proposed PMSM controllers. The 
experimental setup consists of six parts [17]:

1. SEW synchronous three-phase permanent magnet servo motor.
2. SEW MOVIDRIVE-B to drive the motor.
3. Mechanical load.
4. PC used to perform the control algorithms.
5. Interface adapter option USB11A.
6. A data acquisition card (DAQ) NI USB-6008.

The description of the main components of the SPMSM is illustrated in Fig. 2.

Motor It is a SEW synchronous three-phase permanent magnate servo motor with 
internal break.
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Load The mechanical load in this case is a variable to study variable inertia. Load 
is cylinder shaped.
Coupling It transfers motion from motor shaft to the load shaft.
Multifunctional data acquisition (DAQ) It represents the terminal parts for send-
ing and receiving identification signals. It can take a continuous signal, and it can 
be sampled at evenly spaced interval to produce a series of discrete values that 
represent the original signal. In addition, DAQ is used to transmit the analog sig-
nal that represents the speed from the drive to the computer.
Drive It transfers motion from motor shaft to the load shaft, receives a command 
signal from a control system, amplifies the signal and transmits electric current to 
the motor in order to produce motion proportional to the command signal.
Bearing It reduces friction between moving parts and bearing with housing is used 
to fix the load.

Fig. 1 Experimental setup of servo system

Fig. 2 Servo permanent magnet synchronous motor and its main components
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Servo motor model identification
In the experimental setup of PMSM system, the motor parameters were given in [17]. 
Precisely, the incomplete SPMSM real information for its components described in 
Fig. 2 made nonlinear least square algorithm (NLSA) is used for system model iden-
tification. System identification MATLAB toolbox is employed for this aim. Figure 3 
shows the block diagram for servo system description.

Model parameter identification
The identification is to define a system among a specific category of models based 
upon input/output information which is equivalent to the system [17–19]. Generally, 
there are two major categories of identification: system identification and parameter 
identification. In the case of system identification, the equations of the system are 
usually unknown or vary during the process time. The target is to find a mathematical 
model describing the system, by giving appropriate inputs and observing the outputs. 
The system identification steps can be summarized as follows:

1. Data collection
2. Estimation of the parameters
3. Validation of the obtained model
4. Choice of the model structure

Based on the above, the identification input signal is an input voltage v. The output 
signal is represented by a voltage corresponding to the measured speed ω of motor. 
Figure 4 illustrates the construction of DAQ and its simulation in the Simulink tool-
box [17]. The input/output signals using chirp function are illustrated in Fig. 5.

Different types of order of PMSM identification models are performed to get the 
best-fit model. The system identification is based on the nonlinear least square tech-
nique. The validation of the three-fit (tf3, tf6 and tf7) models by using different types 
of input signals (step, square and Sin) was performed to ensure the sustainability of 
the model response as shown in Fig. 6.

Based on the model validation of the experiential of the PMSM, the identified linear 
second order was the best selection as given [17].

The second order is selected as a model structure for describing the system accord-
ing to wide range survey and many experimental trials (model tf3). The approximate 
transfer function of the proposed servo system may be written as follows:

Fig. 3 Block diagram of description of servo system
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Fig. 4 Input/output collected data for the real servo system

Fig. 5 Input/output collected data

Fig. 6 Block diagram of system model validation
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where ω(s), rotor speed; ν(s), controlled voltage; and k, a, b, c, the transfer function 
parameters.

The transfer function representing the angular velocity ω of motor and the input motor 
voltage ν obtained from the system identification process could be expressed as [17]:

Ant system optimization for PID controller and type‑2 fuzzy system
The equation of the PID transfer function is given in (3):

where Kp, Ki and Kd are the proportional, integral and differential gains, respectively. Ant 
colony optimization (ACO) is used to obtain optima PID gains. Using the ant colony 
optimization process to find the optimal parameters of the controller such that to mini-
mize or maximize a given cost function of the closed loop system consisting of an ant 
based PID controller and an unknown plant [17] the effectiveness of the PID based ant 
colony was investigated by the following parameters variation test [20, 21]. The perfor-
mance criteria of the system were given in [17], and the optimal gains of the PID control-
lers were Kp = 60, Ki = 20 and Kd = 3.

Type‑2 fuzzy logic systems

There are two different approaches for FLSs design: type-1 FLSs (T1FLSs) and type-2 FLSs 
(T2FLSs). The latter is proposed as an extension of the former. While designing a T1FLSs, 
expertise and knowledge are needed to decide both the MFs and fuzzy rules. The T1FLSs, 
whose MFs are type-1 fuzzy sets, are unable to directly handle rule uncertainties [12, 21]. 
To deal with this problem, the concept of type-2 fuzzy sets was introduced by Zadeh as an 
extension of T1FLSs with the intention of being able to model the uncertainties that invari-
ably exist in the rule base of the system [22].

Type‑2 fuzzy sets (T2 FSs)

A T2 FS, denoted Ã , is characterized by a type-2 MF µ
Ã
= (x, u) , where x ∈ X and 

u ∈ Jx ⊆ [0, 1], i.e.,

in which 0 ≤ µ A(x,u) ≤ 1. Ã can also be expressed as

where 
∫∫

 denotes union over all admissible x and u. For discrete universes of discourse, 
∫

 is replaced by 
∑

 [12, 21].

(1)
ω(s)

ν(s)
=

k

a s2 + b s + c

(2)
ω(s)

ν(s)
=

2.144e04

s2 + 0.92e02s + 2.2044e04

(3)K (s) = Kp +
Ki

s
+ Kd s

(4)Ã =
{(

(x,u),µ
Ã
(x,u)

)

|∀x ∈ X , ∀u ∈ Jx ⊆ [0, 1]
}

(5)Ã =

∫

x∈X

∫

u∈Jx

µ A(x,u)

(x,u)
Jx ⊆ [0, 1]
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Interval type‑2 fuzzy sets

When all µ
Ã
(x,u) = 1 , Ã is an interval T2 FS (IT2 FS). Although the third dimen-

sion of the general T2 FS is no longer needed because it conveys no new information 
about the IT2 FS, the IT2 FS can still be expressed as a special case of the general T2 
FS in (5), as [22]:

where x, called the primary variable, has domain D
X̃
: u ∈ [0, 1] , called the secondary 

variable, has domain Jx ⊆ [0, 1] at each x ∈ D
X̃
; Jx is also called the primary membership 

of x and the amplitude of µx̃(x,u) , called a secondary grade of Ã , equals 1 for ∀x ∈ D
X̃

 
and for ∀u ∈ Jx ⊆ [0, 1].

The upper membership function (UMF) and lower membership function (LMF) of 
Ã are two T1 membership functions that bound the footprint of uncertainty (FOU) 
as shown in Fig.  7. The UMF of Ã is the upper bound of the FOU (Ã) and denoted 
as µ̄x̃(x)∀x ∈ X , and the LMF is the lower bound of the FOU (Ã) and denoted as 
µ
x̃
(x)∀x ∈ X . The UMF and LMF can be characterized as follows [23, 24]:

The computations of fuzzification and inference for IT2-FLC were given and discussed 
in [12, 22–24]. For this operation, type reduction to convert IT2-FLC into a T1-FLC 
is performed [23, 24]. There are several methods of type reduction. In this paper, the 
“center-of-sets” type reduction is used. The calculations of this method were done and 
given in [23]. In addition, the defuzzification method is determined to convert type-
reduced set to crisp output of an IT2-FLS [23, 24].

Online interval type‑2 fuzzy self‑tuning for the OPID controller

Figure 8 shows the block diagram of an IT2F-PID controller for SPMSM. For the sys-
tem under study, the universe of discourse for both e(t) and Δe(t) for Kp2, Ki2 and Kd2 

(6)Ã =

∫

x∈X

∫

u∈Jx

1

(x,u)
Jx ⊆ [0, 1]

(7)Ã =

∫

x∈Dx

∫

u∈Jx⊆[0,1]

1

(x,u)
=

∫

∈Dx

[
∫

u∈Jx⊆[0,1]

1

u

]

/x

(8)µ̄x̃(x) = FOU(Ã)∀x ∈ X

(9)µ
x̃
(x) = FOU(Ã)∀x ∈ X

Fig. 7 FOU, UMF and LMF for an IT2FS Ã
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is normalized with [− 0.9, 0], [− 0.01, 0] and [− 0.1, 0], respectively, while the universe 
of discourse for each Kp2, Ki2 and Kd2 is normalized from [0, 5.5], [0, 10] and [0, 0.4], 
respectively. The linguistic labels are {negative big, negative medium, negative small, 
zero, positive small, positive medium, positive big}, and the linguistic labels of the out-
puts are {zero, medium small, small, medium, big, medium big, very big}. The IT2 of 
membership function for e(t) and Δe(t) and for the output Kp2 is shown in Figs. 9 and 10, 
respectively. The membership functions for e(t) and Δe(t) and for Ki2 and Kd2 are similar 
to Figs. 9 and 10, respectively, but with different universes of discourse values.

The control rules used for T1FST of OPID controller for determining the output gains 
from fuzzy controller were given [7, 17].

This general equation of the PID can be written as:

This equation of the PID after fuzzy effect can be written as:

(10)U = Kp + Ki

∫

edt + Kd
de(t)

dt

Fig. 8 Type-2 fuzzy self-tuning propose

Fig. 9 Membership functions of inputs (e) and (Δe) for Kp2
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where

Kp2, Ki2 and Kd2 are the output gains from fuzzy controller of IT2FST, where Kei error 
input normalizing gain, i = 1, 2, 3; K∆ei, ∆error input normalizing gain, i = 1, 2, 3.

Simulation and practical results
Combination between MATLAB/Simulink toolbox and multifunctional DAQ with syn-
chronous three-phase servo motor permanent magnet as shown in Figs. 1 and 2 is used 
to show the effectiveness of the proposed IT2FST of OPID. The speed to volt and volt to 
speed transformation are given in Figs. 11 and 12, respectively. In addition, IT2FST of 
OPID controller is shown in Fig. 13. The desired speed is equivalent to 2 V under normal 
load torque. Three tests of practical implementation are carried out.

Test 1 Uncertainty in the identified SPMSM model under normal load torque with 
step disturbance speed (rpm) = 2v.

(11)U = Kp3 + Ki3

∫

edt + Kd3
de(t)

dt

Kp3 = Kp ∗ Kp2, Ki3 = Ki ∗ Ki2, Kd3 = Kd ∗ Kd2

Fig. 10 Membership functions of outputs Kp2

Fig. 11 Block diagram of speed/volt converter

Fig. 12 Block diagram of volt/speed converter
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In this situation, a nominal value of K given by Eq.  (1) is maintained constant for 
0 ≤ t ≥ 0.4, 15% of K is decreased for 0.4 ≤ t ≥ 1 and 5% of K is increased from nominal 
value for 1 ≤ t ≥ 1.2 and maintained constant for 1.2 ≤ t ≥ 2. The system uncertainties are 
applied to the system driven by each of the three controllers.

The effect of uncertainty in parameter K is illustrated in Fig. 14. It is noted that T1FST 
of OPID produces better performance in the rise time and the steady-state error, set-
tling time than OPID. Also, it is clear that IT2FST of OPID shows close response to the 
T1FST of OPID but slightly better. However, OPID shows the worst response (longer 
rise and settling times).

Test 2 Under load torque and step disturbance speed (rpm) = 2v.

To test the effectiveness of the proposed IT2FST of OPID controller, a sudden increase 
in the speed by 0.5 v at time (1.5  s) is observed. This leads to a decrease in the load 
torque. The real practical responses of T1FST of OPID and OPID are compared with 
their respective simulation results and given in Fig. 15. The time responses of the con-
troller outputs are displayed in Fig. 16. It is clear that the speed time responses have a 

Fig. 13 IT2FST of OPID Controller

Fig. 14 Responses of the SPMSM under uncertainty parameter
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lower overshoot and smaller settling time is seen using T1FST of OPID than the OPID. 
The controller output of T1FST of OPID for practical simulation has a small overshoot, 
but it gives better response at this point for speed regulation.

Finally in this test, the controlled system of SPMSM is practical implemented using 
two types of IT2FST and T1FST of OPID controllers. For each controller as shown in 
Fig. 17, the practical and simulation responses show close and very near response of 
IT2FST and T1FST of OPID. In terms with better performance in control, damping 
the speed response of IT2FST is rapidly driven back to speed desired when compared 
with the other two controller (T1FST of OPID and OPID) responses. The control-
ler output of IT2FST of OPID for practical simulation has a large value compared to 
the other controllers, but within permissible range of SPMSM operation as shown in 
Fig. 18.

Test 3 Over load torque and step disturbance speed (rpm) = 2v.

Fig. 15 PMSM system response to T1FST of OPID and OPID

Fig. 16 Controller output for T1FST of OPID and OPID
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Effectiveness of the proposed IT2FST of OPID controller is verified through a sud-
den decrease in the speed by 0.5 v at time (1.5  s). This causes increasing the load 
torque, and consequently, the speed decreases. In this test, firstly, real practical 
implementation for OPID and T1FS of OPID can be performed and compared to the 
desired speed. Similarly, T1FS of OPID produces better performance in the rise time 
and the steady-state error and settling time than OPID as depicted in Fig.  19. The 
time response of the  controller outputs is displayed in Fig.  20. The controller out-
put of IT2FST of OPID for practical simulation has overshoot but the value of the 
controller output steel with acceptable range gives better response for corresponding 
speed regulation.

Secondly, real practical implementation for IT2FST and T1FST of OPID controllers is 
performed. From results in Fig. 21, it is clear that the IT2FST of OPID has better over-
all performance compared to T1FST of OPID. This improvement is patent in terms of 
reduction, disturbances and smaller overshoot, which finally yields a much improved 

Fig. 17 PMSM system response to T1FST and IT2FST of OPID

Fig. 18 Controller output for T1FST and IT2FST of OPID
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Fig. 19 PMSM system response to T1FST of OPID and OPID

Fig. 20 Controller output for T1FST of OPID and OPID

Fig. 21 PMSM system response to T1FST and IT2FST of OPID
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overall performance. The outputs of the controllers are illustrated in Fig. 22, and each 
one of them is within allowable practical range for operation.

Conclusion
In this study, a performance comparison between type-1 and type-2 fuzzy self-tuning of 
optimal PID is offered. The optimal PID controller is determined using ant colon optimi-
zation (ACO). The proposed controllers are used for speed control of industrial SPMSM 
system. The nonlinear least squares method successfully identified the SPMSM model. 
The experimental results show that using IT2FST of OPID in real-world applications can 
be a good option since this type of system is more suitable system to manage levels of 
uncertainty compared to a conventional type-1 FST controller. The proposed technique 
is easy to implement the practical design of system controls with external disturbances.

List of symbols
ω(s): Rotor speed; ν(s): Controlled voltage; k, a, b and c: Transfer function parameters; Kp, Ki and Kd: Proportional, integral 
and differential gains; Kei: Error input normalizing gain, i = 1, 2, 3; K∆ei: ∆error input normalizing gain, i = 1, 2, 3.
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